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   6: District Facilities Assessment 

 DS 

Site Data Evaluation for Adams Elementary School  
 

SITE DATA ADAMS ES 3
Site Net Acreage: 4.6
Total Permanent Building Sq. Footage:  36,923
Total Quantity of Classrooms: 35
Quantity of Permanent Classrooms 19
Number of  Permanent Buildings 5
School Program Capacity 609
Current Enrollment - 2007-08 387
Projected Enrollment - 2016-17: 350
Student to Acre Ratio: 84
Quantity of Portable Classrooms 16
% of Total Classrooms in Portables 46%
Quantity of Portable Buildings on Site 12
Quantity of Undersized Classrooms 20
% of Undersized Classrooms 57%
API Rating (2007 Base Statewide Rank) 1
Quantity of buildings over 50 years 0
Age of Building-% over 50 years 0%
FCA Rating Fair
Climate Control ll
ADA Report Fair
Delta from Capacity 222

 
Site Findings: 
• The school is deficient 859 sq. ft. of administration & instructional support 

space to meet district standards 

• There are 2 classrooms in a leased building for the CBET program 

• There are 4 portables that need to be certified, 2 of which are over 40 years 
old 

 
Input from Site Survey: 
• Interior & Exterior PA needs reported 

• A/C for server room, classrooms 11-15, professional development room, and 
administrative building requested 

• New lunch tables and drinking fountain requested 

• Grass area requested 

 
Input from Cluster Meetings: 
• No additional input received 

 


