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   6: District Facilities Assessment 

  

Site Data Evaluation for Euclid Elementary School  
 

SITE DATA EUCLID ES 95
Site Net Acreage: 6.6
Total Permanent Building Sq. Footage:  42,959
Total Quantity of Classrooms: 45
Quantity of Permanent Classrooms 18
Number of  Permanent Buildings 13
School Program Capacity 844
Current Enrollment - 2007-08 593
Projected Enrollment - 2016-17: 502
Student to Acre Ratio: 90
Quantity of Portable Classrooms 27
% of Total Classrooms in Portables 60%
Quantity of Portable Buildings on Site 28
Quantity of Undersized Classrooms 5
% of Undersized Classrooms 11%
API Rating (2007 Base Statewide Rank) 5
Quantity of buildings over 50 years 6
Age of Building-% over 50 years 46%
FCA Rating Fair
Climate Control ll w/ 100% AC
ADA Report Poor
Delta from Capacity 251
 
Site Findings: 
• The school is deficient 365 sq. ft. of administration & instructional support 

space to meet district standards 

• 10 Portables are not certified, 1 of which is over 40 years old 
• Site is moderately overcrowded but does have adequate parking 
• Over half of the classrooms are in portables, however the enrollment appears 

to be declining & over 8 portables are scheduled for removal in 2010 
• Classroom loading capacity was reported at 80% 
• 6 Loft classrooms have been reconfigured to create 4 classrooms 
• Buildings and site are in good condition for the age of the school 

    
Site Recommendations: 
• Investigate enrollment projections to determine how many classrooms will be 

required in the future and then review the need for a new permanent classroom 
building and potential for additional playfield area on the site 

 
Input From Site Surveys: 
• Lack of play space reported 
• Excessive heat in portables reported; A/C in portables/kitchen requested 
• High crime reported; security improvements desired 
• Lunch arbor requested 
 
Input from Cluster Meetings: 
• Request document cameras 
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• Reported that Euclid needs an addition of permanent classrooms to get rid of 
portables and provide more play area 

• Request more seating in eating area 
• Sewage system and plumbing issues reported 
• Request proper student drop off area (relocate visitor parking) 
• Request new server 
• Request turf 
• Request site discretionary funds to upgrade furniture needs and other 

beautification processes 
 


