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   6: District Facilities Assessment 

  

Site Data Evaluation for Hancock Elementary School 
 

SITE DATA HANCOCK ES 136
Site Net Acreage: 18.5
Total Permanent Building Sq. Footage:  62,655
Total Quantity of Classrooms: 45
Quantity of Permanent Classrooms 30
Number of  Permanent Buildings 5
School Program Capacity 950
Current Enrollment - 2007-08 787
Projected Enrollment - 2016-17: 949
Student to Acre Ratio: 43
Quantity of Portable Classrooms 15
% of Total Classrooms in Portables 33%
Quantity of Portable Buildings on Site 15
Quantity of Undersized Classrooms 13
% of Undersized Classrooms 29%
API Rating (2007 Base Statewide Rank) 5
Quantity of buildings over 50 years 0
Age of Building-% over 50 years 0%
FCA Rating Good
Climate Control lll w/ 100% AC
ADA Report Poor
Delta from Capacity 163

 

   Site Findings: 
• The school is deficient 1,245 sq. ft. of administration & instructional support 

space to meet district standards 

• 17 Portables are not certified, 13 of which are over 40 years old 
 

Input From Site Surveys: 
• A/C for portables requested 

 
Input From Cluster Meetings: 
• Request support space (counseling) 
• Request AC 
• Replace DG with turf 
• Request more security in bungalows—lock from inside 
• Request more covered walkways 
• Request additional windows in office 
• Request Jacuzzi 

 


