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   6: District Facilities Assessment 

  

Site Data Evaluation for Marshall Elementary School      

  
 

SITE DATA MARSHALL ES 195
Site Net Acreage: 7
Total Permanent Building Sq. Footage:  33,416
Total Quantity of Classrooms: 43
Quantity of Permanent Classrooms 20
Number of  Permanent Buildings 7
School Program Capacity 767
Current Enrollment - 2007-08 570
Projected Enrollment - 2016-17: 509
Student to Acre Ratio: 81
Quantity of Portable Classrooms 23
% of Total Classrooms in Portables 53%
Quantity of Portable Buildings on Site 27
Quantity of Undersized Classrooms 0
% of Undersized Classrooms 0%
API Rating (2007 Base Statewide Rank) 1
Quantity of buildings over 50 years 3
Age of Building-% over 50 years 43%
FCA Rating Poor
Climate Control lll
ADA Report Poor
Delta from Capacity 197

 
 

Site Findings: 
• The school is deficient 2,067 sq. ft. of administration & instructional support 

space to meet district standards 

• 22 portables are not certified. 16 portables are over 40 years old 
• Williams Settlement inspection found rotting & termites in Portable B-19 

• Classrooms are being used for IRC, ESL, music, PE prep, 2 for instructional 
support & 1 for professional development 

 
Input from Site Survey: 
• Campus-wide wireless network requested 
• Landscaping and campus beautification requested 
• PA system needed for Safety reasons 
• HVAC system needed for heath concerns 
• Site surveillance and perimeter fencing at main entrance needed to prevent 

vandalism and unauthorized campus access 
• Deteriorated plumbing in lower campus needs replacement 
• Drop-off, sidewalk widening, and crosswalks needed for vehicular/pedestrian 

circulation and safety concerns 
 

Input from Cluster Meetings: 
• Auditorium needs upgraded wiring and amplification system 
• Request mounted document cameras, with wiring 
• Request that head start program be separated from rest of campus for security 
• Request buzzer system with front door video monitor for visitors 
• Cafeteria is reportedly not large enough to accommodate all students 
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• Request more landscaping, trees, and outdoor lighting 
• Request additional storage 

 
 

 
 
 
 


