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   6: District Facilities Assessment 

  

Site Data Evaluation for North Park Elementary School 
  
 

SITE DATA NORTH PARK ES 208
Site Net Acreage: 0.8
Total Permanent Building Sq. Footage: 0
Total Quantity of Classrooms: 14
Quantity of Permanent Classrooms 0
Number of  Permanent Buildings 0
School Program Capacity 231
Current Enrollment - 2007-08 143
Projected Enrollment - 2016-17: 104
Student to Acre Ratio: 179
Quantity of Portable Classrooms 14
% of Total Classrooms in Portables 100%
Quantity of Portable Buildings on Site 8
Quantity of Undersized Classrooms 6
% of Undersized Classrooms 43%
API Rating (2007 Base Statewide Rank 4 *
Quantity of buildings over 50 years 0
Age of Building-% over 50 years 0%
FCA Rating Good
Climate Control ll
ADA Report Poor
Delta from Capacity 88

 
    

Site Findings: 
• The school is deficient 3,368 sq. ft. of administration & instructional support 

space to meet district standards 

• 8 portables are not certified; There are no portables over 40 years old 
• Classrooms used for 6-6 program, pull-out instruction, 1 CBET, parent center, 

and 2 for support 
 
Input from Site Survey: 
• Exterior light covers requested 

• Campus-wide interior painting requested 

• Main gate locks are not functioning and need to be replaced 

• New signage and deterrent spikes have been removed or damaged on main 
entrance gate and need to be replaced 

• Additional lunch shelters needed to support student population 

• Drainage pipes reported to emit orders 

• Additional staff parking needed due to insufficient on-campus parking and 
limited street parking   

 
Input from Cluster Meetings: 
• Request auditorium 
• Need emergency exits for rooms K-1 and K-2 
• Site reportedly open to public during non-school hours—improve security 


