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   6: District Facilities Assessment 

  

Site Data Evaluation for Nye Elementary School 
  
 

SITE DATA NYE ES 218
Site Net Acreage: 9.9
Total Permanent Building Sq. Footage: 32,677
Total Quantity of Classrooms: 32
Quantity of Permanent Classrooms 18
Number of  Permanent Buildings 11
School Program Capacity 612
Current Enrollment - 2007-08 589
Projected Enrollment - 2016-17: 521
Student to Acre Ratio: 59
Quantity of Portable Classrooms 14
% of Total Classrooms in Portables 44%
Quantity of Portable Buildings on Site 16
Quantity of Undersized Classrooms 1
% of Undersized Classrooms 3%
API Rating (2007 Base Statewide Rank 6
Quantity of buildings over 50 years 0
Age of Building-% over 50 years 0%
FCA Rating Good
Climate Control lll
ADA Report Good
Delta from Capacity 23

 
    

Site Findings: 
• The school is deficient 1,916 sq. ft. of administration & instructional support 

space to meet district standards 

• 8 portables are not certified; There are no portables are over 40 years old 
 
Input from Site Survey: 
• Electronic marquee requested 
• Non-operable windows requested to be replaced for increased climate 

control 
• Campus-wide PA system needed 
• Dedicated restrooms needed in kindergarten classes 
• Improved lighting and sound reported as needed in auditorium 
• Plumbing/drainage in women’s and auditorium restrooms emits odors. 
• Surveillance cameras requested 
• Additional exterior lighting needed for improved security 
• Auditorium stage and Room B10 are not wheelchair accessible and need 

accessible ramps 
 

Input from Cluster Meetings: 
• Request kitchen upgrade 
• Improve drop-off and parking lot areas 
• Request larger shelter in play area 
• Request pre-school program with appropriate buildings, bathrooms, and play 

area, including large shelter structure 


