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   6: District Facilities Assessment 

  

Site Data Evaluation for San Diego High School 
   
 

SITE DATA SAN DIEGO HS 356
Site Net Acreage: 18.7
Total Permanent Building Sq. Footage:  240,641
Total Quantity of Classrooms: 120
Quantity of Permanent Classrooms 104
Number of  Permanent Buildings 17
School Program Capacity 2993
Current Enrollment - 2007-08 2900
Projected Enrollment - 2016-17: 2309
Student to Acre Ratio: 155
Quantity of Portable Classrooms 16
% of Total Classrooms in Portables 13%
Quantity of Portable Buildings on Site 17
Quantity of Undersized Classrooms 24
% of Undersized Classrooms 20%
API Rating (2007 Base Statewide Rank) N.A>
Quantity of buildings over 50 years 10
Age of Building-% over 50 years 59%
FCA Rating Good
Climate Control ll w/ 100% AC
ADA Report Poor
Delta from Capacity 93

 

 
Site Findings: 
• This school campus is made up of multiple small learning communities and 

therefore has multiple API scores 
• 17 portables are not certified; 8 portables are over 40 years old 

 
Input from Site Survey: 
• Ventilation/HVAC reported as poor and needs to be repaired 
• Perimeter fencing and video surveillance needed around entire campus to 

increase security and safety 
• Additional restroom facilities requested 
• New dining facility needed to accommodate student population 
• New athletic field and track turf reported as needed 
• Repaving of walkways and asphalt areas, due to safety concerns 
• Additional signage reported as needed to identify 6 on-campus schools 
• Traffic light or alternative means of traffic control requested in front of 

campus 
• Upgrade/adjust fire alarms to be heard campus-wide 

 
Input from Cluster Meetings: 
• Request AC 
• Improve network connection 
• Request more storage space 
• More parking for staff requested 

 


